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Contacting NoPileups Support TUNNEL CONTROLLER
For assistance wiring the ADAM 6060, contact NoPileups support by phone at (833) 667-4538 or (208) 789-0405;
or by email at support@NoPileups.com. GONVEYOR RUNNING STATUS

Installation support is available Monday - Friday, 9 AM to 7 PM Eastern Standard Time (EST). Mechanical Relay
7

Relay must only energize
when the conveyor is moving

Solid State Relay is polar sensitive. 3

ToADAMDI 1

TUNNEL CONTROLLER Use the table to determine Solid State Relay
appropriate contacts. Additional

PULSE SWITCH information is available on page 3 of
the NoPileups ADAM Wiring Guide.

[ To ADAM ISO GND

To ADAMDI 0

DC Pulse Signal AC Pulse Signal Ethernet Cable [ Network Switch
Relays - Brand/Model Relays - Brand/Model (

Weidmuller

Relpol PIGW-1PS Crydom EDOGCS Grydom ED10CS Omron G3RV-SR500-D Relpol PIGW-1PS | Grydom EDUGES Grydom EDIOES | 2618130000
(OPTIONAL) NOPILEUPS E-STOP

ADAM DI 1 Contact 11(13+}|Contact 3 Contact 3 Contact 13 Contact 11(13+) |Contact 3 Contact 3 Contact 11

ADAM IS0 GND Contact 14 Contact 4 Contact 4 Contact 14 Contact 14 Contact 4 Contact 4 Contact 14 — . [ INDICATOR [HORN OR |_|GHT]

Pulse Signal (-/Neutral) |Contact A2 Contact 1 Contact 1 Contact Al- Contact A2 Contact 1 Contact 1 Contact A2-

Pulse Signal (+/Hot) Contact Al Contact 5 Contact 5 Contact Al+ Contact AL Contact 5 Contact 5 Contact Al

- < 8
To ADAM DI 2

TUNNEL CONTROLLER
PHOTO/ENTER EYE
SWITCH Voltage source

canbeupto
30VDC/120VAC

Mechanical Relay

To ADAM ISO GND

To ADAMRL 2-

To ADAMRL 0+

To ADAMRL 2+

5 To ADAMRL 0-

ToADAM (R) +Vs
A}

To ADAMRL 1-

TUNNEL CONTROLLER

TUNNEL CONTROLLER
EMERGENCY STOP

L ToADAM (B)GND ]
| | START CIRCUIT/ INPUT

8
‘ To ADAMRL 1+
24 VDG POWER
7
1

Mechanical Relay

SUPPLY 24VDC can be from an
existing Power Supply if L J

available Instructions for wiring an input on the tunnel controller
are on page 5 of the NoPileups ADAM Wiring Guide.

. J

Indicated contacts are specific to the relays and relay bases provided by NoPileups.




NOPILEUPS ADAM 6060 WIRING DIAGRAM

EMERGENCY STOP
RELAY: CONTACT 8

24VDC POWER SUPPLY
POSITIVE LEAD (+)

TUNNEL CONTROLLER:

START CIRCUIT/INPUT (+)

TUNNEL CONTROLLER:
START CIRCUIT/INPUT (-)

NOPILEUPS STOP

INDICATOR: (+)

NOPILEUPS STOP
INDICATOR: (-)

24VDC POWER SUPPLY (+) s—

24VDC POWER SUPPLY (-) ——

RLO+ lIs0. GND
RL O- RL 5-
RL 1+ RL 5+
RL 1- DI 5
RL 2+ DI 4
RL 2- DI 3
Rl 3% DI 2
RL 3- DI 1
RL 4+ DI O
RL 4-

N/A RJ-45

(R) +Vs (Ethernet)
(B) GND
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e ENTER EYE RELAY:
CONTACT 5

PULSE RELAY: SEE

TABLE FOR CONTACT

—— CONVEYOR RUNNING
STATUS RELAY:
CONTACT5

ENTER EYE RELAY:
CONTACT 3

PULSE RELAY: SEE
TABLE FOR CONTACT

CONVEYOR RUNNING
e STATUS RELAY:

CONTACT 3

*RL outputs are labeled DO in the ADAM Utility software

ETHERNET CABLE




TUNNEL TUNNEL CONTROLLER: EMERGENCY
CONTROLLER: STOP
EMERGENCY STOP

24VDC POWER SUPPLY (-)

E-STOP RELAY

ADAM 6060: RL 0+

ADAM 6060: DI 2 ADAM 6060: 1SO GND

NoPileups Support (833) 667-4548 support@NoPileups.com | www.drb.com | Version 5 | Revised 9/2023

TUNNEL CONTROLLER: ENTER EYE (-)

ENTER EYE RELAY

TUNNEL CONTROLLER: ENTEREYE (+)

ADAM 6060:

DI O ADAM 6060: 1ISO GND

TUNNEL CONTROLLER:
CONVEYOR RUNNING STATUS (-)

TUNNEL CONTROLLER:
CONVEYOR RUNNING STATUS (+)

CONVEYOR RUNNING
STATUS RELAY
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PULSE RELAY PULSE RELAY PULSE RELAY PULSE RELAY

Relpol P1I6W-1PS CRYDOM OMRON G3RV- WEIDMULLER

AC/DC EDO6C5/EDOGES/ SR500-D AC 2618730000
ED10C5/ED10ES
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ICE CUBE RELAY WIRING ON PREVIOUS PAGE
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